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A Post Survey Revisit (PSR) to the Life 

Safety Code Recertification and State 

Licensure Survey conducted on 04/26/16 

was conducted by the Indiana State 

Department of Health in accordance with 

42 CFR 483.70(a).

Survey Date:  06/15/16

Facility Number:  000369

Provider Number:  155530

AIM Number:  100275190

At this PSR survey, South Shore Health 

& Rehabilitation was found in substantial 

compliance with Requirements for 

Participation in Medicare/Medicaid, 42 

CFR Subpart 483.70(a), Life Safety from 

Fire and the 2000 edition of the National 

Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC), Chapter 19, 

Existing Health Care Occupancies and 

410 IAC 16.2.

This one story facility with a partial 

basement was determined to be of Type II 

(222) construction and was fully 

sprinklered.  The facility has a fire alarm 

system with smoke detection on all levels 

including the corridors, areas open to the 
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corridors, and battery operated smoke 

detectors in the resident sleeping rooms.  

The facility has a capacity of 100 with a 

census of 70 at the time of the survey.

All areas where the residents have 

customary access were sprinklered.  All 

areas providing facility services were 

sprinklered except for the wooden shed in 

the back used for maintenance storage.

Quality Review by Lex Brashear, Life 

Safety Code Specialist on 06/15/16

NFPA 101 

LIFE SAFETY CODE STANDARD 

Portable fire extinguishers shall be installed, 

inspected, and maintained in all health care 

occupancies in accordance with 9.7.4.1, 

NFPA 10.

18.3.5.6, 19.3.5.6

K 0064

SS=B

Bldg. 01

Based on observation and interview, the 

facility failed to ensure 1 of 2, 300 Hall 

and 1 of 3 Dining Room fire extinguisher 

pressure gauge readings were in the 

acceptable range.  NFPA 10, the Standard 

for Portable Fire Extinguishers, Chapter 

4-3.2(g) requires the periodic monthly 

check shall ensure the pressure gauge 

reading is in the operable range.  4-3.3.1 

requires any fire extinguisher with a 

deficiency in any condition listed in 4-3.2 

(c), (d), (e), (f) and (g) shall be subjected 

to applicable maintenance procedures.  

This deficient practice could affect staff 

and up to 5 residents.

K 0064 ACTION TAKEN: Upon 

notification of finding, Valley Fire 

Protections Systems- Jerry 

Howell was contacted and asked 

for a consultation 

and assessment of our current 

extinguishers from Koorsen. 

Servicing of the extinguishers has 

been changed over to Valley Fire 

Protection Services. On 06/ 

23/2016, a service agreement 

was sign with Valley Fire 

Protection ( service from Koorsen 

discontinued) to replaced the fire 

extinguishers with a higher 

commercial grade 

extinguisher-Amerex10 pound 

ABC.   IDENTIFICATION OF 

OTHER RESIDENTS: The 

07/15/2016  12:00:00AM
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Findings include:

Based on observation with the 

Maintenance Manager on 06/15/16 

between 9:35 a.m. and 9:41 a.m., the 

following fire extinguishers were 

overcharged:

a) Outside resident room 315

b) Outside the Kitchen

Based on interview at the time of 

observation, the Maintenance Manager 

acknowledged each aforementioned 

condition.

3.1-19(b)

This deficiency was cited on 04/26/16. 

The facility failed to implement a 

systemic plan of correction to prevent 

recurrence.

Maintenance Director did a 

further audit/ inspection of the 

other resident's in the facility on 

06/15/16 and no other residents 

were found at risk.  MEASURE IN 

PLACE:  1)Current audit of 

extinguishers per policy. 2) 

Inspections per fire Protection 

company as needed. 

MONITORING OF CORRECTIVE 

ACTION: The Maintenance 

Director and/or Maintenance 

Assistant, Environmental 

Supervisor will audit daily x one 

month with the Fire 

extinguisher gauge audit form. 

then weekly ongoing. Valley Fire 

Protection Services will service as 

needed.  Findings will be 

reviewed by the QA committee.   
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